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Mr. Jack Hamilton 
Bay Area Drum company, Inc. 
1212 Thomas Avenue 
San Francisco, CA 94124 

e-·1:"11: 198.4 
I 1/ 

Re: Notice of Violation of Industrial 
Waste Ordinance 

Dear Mr. Hamilton: 

We have recently sampled the wastewater discharged-f~om your 
business, and the results indicate you are discharging grease and/ 
or oil far in excess of the city-code limitations. During the 
sampling period May 30, 1984 through June 15, 1984, we found a flow
weighted average for grease and oil of 1139 mg/1. During the same 
period, we also sampled for Chromium and found that in two o~casions 
it exceeded 5 mg/1 (5.30/84 - Cr- 7.755 mg/1.· 6/7/84 .:.. cr. 9.444 mg/1). · 

All of the above indicates a serious problem with your plant and a 
pretreatment system will be required. Since the concentrations of 
grease and oil also affect the sewer ch•rge on your water bill, I 
am certain you will find it prudent to take all necessary steps to 
correct the above problem as soon as possible. If you have any 
questions about this, please conta~t my staff (Tommy Lee at 55~-
5145) • 
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Very truly yours, 

Steven c. Medbery 
Division Engineer 
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FC Ba¥ Ar-ea Dr-u 

Sour-ce: Bay Ar-ea Drum 
SIC No: 5085-0001 
IAiater i d: 

Date Flow G/0 mg/1 SS mg/1 COD mg/1 
=================================~=========== 

5/30/84 249 629 940 6720 
6/1/84 667 2780 2750 16800 
6/4/84 242 775 -580 17000 . 
6/5/84 "659 1250 224 10900 
6 .. /7·/84 333 286 11 6 2800 
6/8/84 476 584 1060 4200 

6/13/84 432 203 740 13800 

~--------------------------------------------
TOTALS: 3058 

CALCULATIONS: 
per-cent 

/------ F W A ______ , 
G/0 SS COD 

==================================== 
. 081 51 77 547 
.218 606 600 3664 
.079 61 ~6 1345 
.216 269 48 .2349 
.109 31 13 305 
.156 91 165 654 
.441 29 105 1950 

0.000 0 0 0 
0. 000 0 0 - . 0 

------------~~--~~-~ 

SUt1MARY: Cu. Ft. G/0 mg/1 ss mg/1 CODmg/1 
r-~nge: 

min: 242 203 116 2800 
max: . 667 -. 2780 2750 I 7000 
a.vg: 437 930 91~ 10317 

F 1 ow-we i gh t : mg/1 1139 1053 _I 0814 
lbs/unit 7. I 07 6.569 67.479 

SEWER SERVICE CHARGES 
G/0 ss COD 

r-a.te/lb • 1971 .1447 • 0281 
cost ($) 1 . 4009 .9505 1 • 8962 

discha.r-g~ 

Page 
,!._.-·· .::: .. · 8;. 

unit tota.l..s... 

1 • I 333 
I . 1333 $5.381 

90% $4,843 
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~ Fih: Itt Bay Aroa Dru Page .. - 613/84 

Sourcer Say Area Drum 
SIC Nor 5085-0001 

Cu.Ft. /------------------------------------- m 9 I -------------------------------------\ Date Vol. As Cd Cr Cu Pb Hg Ni Ag Zn CN(i) CN lA) 

5/30/84 249 .0475 .227 1.553 14.4 .00025 .166 .05 4.017 
5/31184 536 .0095 .073 .238 1.667 .00198 .056· .033 1.384 
6/1184 667 .0245 .373 1.205 .00091 1.656 .023 5..886 
6/4/84 242 .1172 .378 1.224 5.487 .01087 .693 .033 
6/5/84 659 .0§66 .313 .985 5.513 .00323 .276 .14 6.285 
6/6/84 '371 .0624 .167 & .357 1.837 .00346 .112 - .022 3.411 
6/7/84 333 .0622 .772 .735 .0114 . .345 .032 
6/8/84 476 .0377 .187 3.469 .359 8.469 .00429 .056 .026 3.463 

-------------------------··-------------------------------------------------------------------------------------------Total Flowsr 3533 3533 1965 3533 2533 3533 353~ 3533 2958 0 0 

(vol x cone) calculations• 
Flow percent As Cd Cr Cu Pb Hg Ni Ag Zn CN(T) CN (Al 

249 .070 12 57 1931 387 3586 0 41 1L 1000 0 0 
536 .152 5 39 733 128 894 I 30 18 742 0 0 
667 .189'~- . 16 249 0 804 0 I 1105 15 3926 0 0 
242 :068 28 91 0 296 1328 3 168 8 0 0 0 
659 .187 44 206 0 649 3633 2 182 92 4142 0 0 
371 .105 23 62 1038 132 682 I 42 8 1265 0 0 
333 .094 21 257 3145 245 0 4 115· II ·o 0 0 
.476 .135 18 89 1651 171 . 4031 2 . 27 12 1648 0 0 

0 0 .1100 0 . 0 0 0 0 0 ·o 0 0 0 0 
---------------------------------------------------------------------------------------------------------------------~ (S/V) 1.000 .047 .297 4.325 .796 5.587 .0039 .484 .050 4.301 ERROR · ERROR 


